
Inspection Report

Report Date 04/02/2009

Company Elite Home on Homes 

Inspection

Customer Sample Report

Address Site Address Elite Ave

Thermographer John Genereaux Contact Person John Elite

Image and Object Parameters Text Comments

Flir b50Camera Model

30/01/2009 3:30:47 AMImage Date

Lana IR scan 012.jpgImage Name

0.96Emissivity

20.0 °CReflected apparent 

temperature

1.0 mObject Distance

This area is missing some insulation behind the 

walls!

Description
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